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Your local electric and natural gas utilities and energy 

efficiency service provider are taking strides in energy 

efficiency: Berkshire Gas, Cape Light Compact, 

Eversource, Liberty, National Grid and Unitil.

As one, we form Mass Save®, with the common goal 

of helping residents and businesses across 

Massachusetts save money and energy, leading our 

state to a clean and energy efficient future.

Together, we make good 

happen for Massachusetts.

We Are Mass Save ®



Presented by:



We combine building science with 
technology to help utility companies, 
program implementers, and building 
performance professionals achieve 
energy savings.

Moving Energy 
Efficiency Forward
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Learning Outcomes

Gain knowledge about the application of the 
Energy and Stretch Code for Large Additions

Apply the appropriate compliance paths based on project type

Identify the requirements for Solar Ready provisions 
of the Stretch code as it applies to additions



Poll Question #1
Which of the following best 
describes your field of work?

A. Builder

B. Architect

C. Code Official

D. HERS Rater

E. Passive House Consultant



Current Energy Code Options

2025 Massachusetts 
Residential Energy Code

Source: MA DOER

Base Code
2021 IECC w/MA Amendments; 

780 CMR Chapter 11R 
(residential) & 780 CMR Chapter 

13 (commercial) 
780 CMR 10th Edition is the 
current MA Building Code 

Stretch Code

2021 IECC w/MA Amendments; 
225 CMR Chapter 22(residential) & 
225CMR Chapter 23 (commercial) 

Specialized Code

2021 IECC w/MA Amendments; 
225 CMR Chapter 22+ Appendix RC 

(residential) & 225CMR Chapter 23 + 
Appendix CC (commercial) 



The 2025 Massachusetts Energy Code

The 2021 IECCThe 2021 IECC Massachusetts 
Amendments

Source: ICC Source: ICC



The 2025 Massachusetts Energy Code

Mun icipa l Op t - In S pec ial i zed S tr e tch  C ode

St r et ch Code

Base  Code



The residential Stretch Energy Codeé

Å Is developed by the MA 
Department of Energy Resources 
(DOER)

Å Results in greater energy savings 
than the Base Energy Code

Å Requires new homes and large 
additions and alterations to receive 
a HERS Rating or Passive House 
certification

Å Requires compliance with 2021 
IECC ñmandatoryò provisions 
(Passive House excluded)

Å Is adopted at the level of the local 
jurisdiction

MA Stretch 
Energy Code



General
Building Thermal 

Envelope
Systems

Electric Power & 

Lighting

Chapter 4 [RE]

Residential Energy Efficiency

Chapter 1 [RE]

Scope and Administration

Chapter 2 [RE]

Definitions

Chapter 3 [RE]

General Requirements

Chapter 5 [RE]

Existing Buildings

The Base Code and
(Most) Stretch Code Alterations



Residential Additions are covered 
under Chapter 5 of the 
Massachusetts Energy Code.

A. True

B. False

Poll Question #2



Chapter 5 Overview
Residential Provisions



Chapter 5 of the MA Amended 2021 IECC

The provisions for existing buildings are found in MA Amended 2021 IECC Chapter 5

Chapter 5

Additions

R502

Alterations

R503

Repairs

R504

Change of 
Occupancy       

R505

EnerPHit 
Standard

R506



Existing Buildings
R501.1.1 General

Å Unaltered portions of the existing 
building or system shall not be 
required to comply

Å This code shall not be used to 
require the removal, alteration or 
abandonment of, nor prevent the 
continued use of an existing 
building, provided it was legal 
when it was built



Section R505

Any space that is converted to a 
dwelling unit or portion thereof from 
another use or occupancy shall 
comply with this code

To be treated similar to additions 
(R502)

ñAny unconditioned or low-energy 
space that is altered to become a 
conditioned space shall comply with 
Section R502ò

Change of 
Occupancy or Use



Historic Buildings
R501.6 Energy code does not apply 
provided :

Å A report is submitted to the code 
official demonstrating that 
compliance with a provision would 
threaten, degrade or destroy the 
historic form, fabric or function of 
the building

Å The report must be signed by one 
of the following:

o Owner

o Registered design
professional

o Rep of the State Historic 
Preservation Office or historic 
preservation AHJ

Source: PSD



Residential Additions
Section R502



Chapter 2 Definition:

ADDITION ï An extension or 
increase in the conditioned floor area 
or height of a building or structure

Conditioning of previously 
unconditioned space

Adding of new conditioned floor area

Definitions

Source: PSD



Types of Additions
From Section R502.1.1 Large 
Additions: 

Additions to a dwelling unit

> 1000 ft2 or

> 100% of the existing conditioned 
floor area

All others are ñSmall Additionsò

Exception: Additions that add existing 
basement or attic spaces to the 
conditioned floor area of an existing 
dwelling unit due to changing the 
thermal boundary but not changing the 
building footprint or roofline do not 
require a HERS rating. 

Source: PSD

Source: PSD



Existing 

1st Floor Layout

New 

2nd Floor Layout

Existing Floor         1362 ft2

Proposed 2nd Fl      1230 ft2

Total Addition = 1230 ft2

1230 > 1000 

\ ñLarge Additionò

Small or Large?

Source: PSD



Addition 2

470 ft2

Addition 1  

400 ft2

Existing 

Home

1130 ft2

Total of Additions: 853 ft2 

400 + 470 = 870 ft2

870 ft2 < 1000 ft2 

\ ñSmallò Addition

Existing Home 1130 ft2

Total Additions 870 ft2

~75% of Existing

\ ñSmallò Addition

Small or Large?



Section R502.1
An addition shall comply where:

Å The Addition alone complies 

ÅWhen the existing building & 
addition comply as a single building

ÅWhere the dwelling unit with the 
addition achieves a certified 
HERS rating per Table R406.5

Å The requirements for large 
additions are determined by the 
conditioned floor area of the project

Source: PSD



Compliance Paths



Additions: Compliance Paths

Section R502

Prescriptive 
Compliance

Building Envelope

Heating & Cooling 
Systems

Service Hot Water 
Systems

Lighting

HERS Index

Existing + Addition

(Unconditioned to 
Conditioned spaces)



Two options for compliance:

Å Prescriptive
The addition taken as a separate 
unit  complies with the code

Å Energy Rating Index (optional for 
Small Additions)
The addition + existing building 
complies with the code and Table 
R406.5 as a single building (R406 
ERI)

Small Additions ï 
Compliance



Large Additions ï 
Compliance
One compliance path:

Energy Rating Index 
The addition + existing building 
complies with the code and Table 
R406.5 as a single building (R406 
ERI)



Changes to Prescriptive Values for Climate Zone 5

2018 IECC  MA Amended 2021 IECC

FENESTRATION U-FACTOR 0.30 0.30

SKYLIGHT U-FACTOR 0.55 0.55

GLAZED FENESTRATION SHGC NR NR

CEILING R-VALUE 49 49

WOOD FRAME WALL R-VALUE 20 or 13+5
30 or 20+5ci or 13+10ci 

or 0+20ci

MASS WALL R-VALUE 13/17 13/17

FLOOR R-VALUE 30 30

BASEMENT WALL R-VALUE 15/19 15ci or 19 or 13+5ci

SLAB R-VALUE & DEPTH 10, 2ft. 10ci and 4ô

CRAWL SPACE WALL R-VALUE 15/19 15ci or 19 or13+5ci



The addition must meet:

Å R402.1 General requirements 
(prescriptive R-values)

Å R402.2 Specific insulation 
requirements (e.g. attic hatches 
and doors)

Å R402.3.1 ï R402.3.5 Maximum 
area-weighted fenestration U-
factor and SHGC

Å R402.4 Air leakage requirements

Prescriptive 
Compliance ï 
R502.3.1 Envelope

Source: PNNL Building America Solutions Center



Prescriptive Compliance

Except ï new envelope 
assemblies in additions for < 

1000 ft2 are not required to have 
a blower door test performed

New Building Thermal Envelope 
assemblies that are part of the 
addition shall comply as if new 

construction

Source: PSD

Source: PSD



New heating and cooling systems 
that are part of the additions need to 
comply with:

Å Controls

Å Duct insulation

Å Duct sealing

Å Duct testing

Å Duct leakage

Prescriptive 
Compliance -
Heating & 
Cooling Systems



Duct Leakage Testing

Duct leakage testing is required regardless  of duct and air 
handler location

ÅNo exceptions for systems entirely within the thermal 
envelope

Testing standards added

ÅANSI/RESNET/ICC 380 or

ÅASTM E1554

Prescriptive leakage limits

Å4 cfm/100 sf with air handler installed

Å3 cfm/100 sf without air handler installed

Å8 cfm/100 sf when entire system is inside

Limits do not apply to ERI path

Testing is exempt when existing ducts are extended into 

an addition



Duct Insulation
Ducts Outside Conditioned Space:

ÅDucts 3ò and greater = R-8

ÅDucts less than 3ò = R-6



Ducts in Floors and Exterior Walls

Ducts, floors, and exterior walls that are a part of the thermal envelope can be considered in 
conditioned space when certain criteria are met. This section does NOT apply to the ERI path.

Ducts in floors over unconditioned space

1. A continuous air barrier is installed between the unconditioned 
space and the duct

2. Floor insulation is installed per R402.2.7 found under Specific 
Insulation Requirements

3. At least R-19 insulation installed separating the duct from the 
unconditioned space for the full cavity width

Air barrier

OutsideInside

Ducts in exterior walls

1. A continuous air barrier is installed between the unconditioned 
space and the duct

2. Minimum R-10 insulation separating the duct from the outside for 
the full cavity width

3. The remainder of the cavity is filled with insulation

Source: PSD

Source: PSD



Prescriptive 
Compliance
Service Hot Water Systems

New service hot water systems that 
are part of additions need to meet 
requirements of Section R403.5.

Source: PSD



Mechanical System Pipe Insulation

Mechanical system piping capable of 
carrying fluids greater than 105ϲ or 
less than 55ϲ shall be insulated to an 
R-value of not less than R-3.

Prescriptive 
Compliance

Source: PSD



Prescriptive Compliance
Water Pipe Insulation

IECC 2021 Hot Water Pipe Insulation of R -3 Required for

1. Hot water piping ¾ inch nominal diameter and larger

2. Piping serving more than one dwelling unit

3. Piping located outside conditioned space

4. Piping from water heater to distribution manifold

5. Piping located under a floor slab

6. Buried piping

7. Supply and Return piping in recirculation systems other than demand 

recirculation systems

Piping located outside conditioned space should be insulated even if the nominal 

diameter is less than ¾ in.



Prescriptive 
Compliance
Heated Water Circulation

Hot water boiler temperature reset 
are required, and the controls must 
now be manufacturer installed.

Source : Supply house



Lighting

100% of new lighting systems 
installed in additions need to be 
high-efficacy, without exceptions;

High-efficacy lamps:

Å Compact fluorescent lamps

Å Linear fluorescent lamps T-8 or 
smaller (<1 inch diameter)

Å LED lamps

Same as New Construction

Prescriptive 
Compliance



High -efficacy light 

sources:

Å Lamps with at least 

65 lumens per watt

Å Luminaires with at 
least 45 lumens per 

watt

Exterior Lighting Power

Exceptions

Å Detached two-family dwellings

Å Townhouses

Å Solar-powered lamps not
connected to any electrical
service

Å Luminaires controlled by a motion
sensor

Å Lamps and luminaires that comply
with Section R404.1 (high-efficacy
light sources)

Same as New Construction

Exterior lighting for multifamily buildings must comply with the 
commercial provisions of the IECC (Lighting Power Allowance).



Exterior Lighting Controls

Where total exterior lighting is > 30 W

ÅManual on/off switch that is auto -
off capable 

o Exception for lighting serving 
multiple dwelling units

ÅLighting automatically shuts off 
when daylight is present and 
satisfies the lighting needs

ÅOverride allowed, but must return 
to automatic within 24 hours

Same as New Construction

Source: Building America Solutions Center



Interior Lighting Controls

Dimmers, occupant sensors, or controls 
built into the fixture

Exceptions:

ÅBathrooms

ÅHallways

ÅExterior lighting fixtures

ÅLighting designed for safety or 
security

Same as New Construction

Source: Z22 Source: PSD

Source: PSD 



Å ERI = HERS (In MA)

ÅRequired for ñLarge Additionsò per 
Section R502.1.1

Å Includes the Addition and Existing 
Building as one unit

R406 ERI 
Compliance Path

Source: PSD



An existing house with an 
unconditioned basement will be 
remodeled. The basement is 
1,200 ft2 and will be insulated 
and fully conditioned.

An existing attic space, 1200 ft2, 

will be finished and insulated so 
that it is part of the conditioned 
building envelope. No changes 
to the roof will be made to 
"grow" the space.

Projects That DO NOT Trigger a HERS Rating

Source: Mass DOER Source: Mass DOER

Source: Mass DOER Source: Mass DOER



If an addition is added to the 
house with a full basement 
connecting to the existing 
basement, and the new larger 
basement is conditioned, the 
project will require a HERS 
rating. 

If a dormer is added to the 
existing roof, thereby increasing 
the occupiable SF of the existing 
attic, and the attic is insulated 
and finished to become part of 
the conditioned building 
envelope, this WILL trigger a 
HERS rating.

Projects That DO Trigger a HERS Rating

Source: Mass DOER Source: Mass DOER

Source: Mass DOER Source: Mass DOER 



HERS Index

A certified Home Energy Rater assesses the energy efficiency of a home, assigning 
it a relative performance score. The lower the number, the more energy efficient the 
home. A typical home built to 2006 energy efficiency 
standards scores 100 on the HERS ® Index.

Å A home with a HERS ® Index Score of 70 is 30% more 
energy efficient than a standard new home

Å A home with a HERS ® Index Score of 130 is 30% less 
energy efficient than a standard home

Some variables included in a HERS Rating:

ÅAll exterior walls (both above and below grade)

ÅFloors over unconditioned spaces (like garages or cellars)

ÅCeilings and roofs

ÅAttics, foundations and crawlspaces

ÅWindows and doors, vents and ductwork

ÅHVAC systems, water heating system, and your thermostat



Clean Energy 

Application

New Construction 

ï Permits after 

July 1, 2024

New Construction ï

With R406.5.2 embodied 

carbon credit

Accessory 

Dwelling 

Units

Major Alterations, 

Additions, and 

Changes of Use

Mixed-Fuel 

Building

42
45 52 65

Solar Electric 

Generation*
42 45 55 70

All-Electric Building 45 48 55 70

Solar Electric* and 

All-Electric Building
45 48 58 75

*Solar Electric Generation = Solar photovoltaic array rated at 4kW 

a. Maximum HERS rating prior to onsite renewable electric generation in accordance with Section R406.5 

b. The building shall meet the mandatory requirements of Section R406.2.  

c. Alterations, Additions or Change of use covered by Section R502.1.1 or R503.1.5 are subject to this 
maximum HERS rating, except for Historic Buildings which may opt to follow R503.1.1 for alterations.

Table R406.5 Maximum Energy Rating Index
Large Additions



Clean Energy Options

Accessory dwelling units (ADUs) following Section 
R406 or existing buildings and additions following 
IECC chapter 5[RE] may use clean energy trade-
offs to increase the maximum allowable HERS 
rating for each unit separately served by any 
combination of the following:

1. Solar Electric Generation: Solar photovoltaic 
array rated at 4 kW or higher shall offset 3 
HERS points for new ADUs, and 5 HERS points  
for alterations, change of use to Residential R-
use occupancies or for fully attached 
additions . 

2. All-Electric Buildings shall offset 3 HERS points 
for each dwelling unit in new construction, 
including new ADUs, and 5 HERS points  for 
alterations, change of use to Residential R-use 
occupancies and fully attached additions. 

Clean Energy 

Application

Major Alterations, 

Additions, and 

Changes

Mixed-Fuel Building 65

Solar Electric 

Generation*
70

All-Electric Building 70

Solar Electric* and All-

Electric Building
75

If both are included the project can offset an additional 5 points



Energy Rating Index ï Mandatory Requirements

Formerly Listed 

as Mandatory 

Requirements

Now in One Table

Image Source: Upcodes.com



Prior to the issuance of a building 
permit :

Å A HERS compliance report  
which includes a HERS index 
score of 65 or lower, or otherwise 
complies via renewable trade-offs

Å A description of energy 
features

Å A statement that the rating index 
score is ñbased on plans ò

Energy Rating Index: 
Documentation 
Permit Application



R406.6.2 Documentation for Permit Application 
Energy Rating Index



MA Residential 
Amendments
ERI Documentation ï Final

Prior to the issuance of a certificate 
of occupancy :

1. A copy of the final certificate 
indicating that the HERS rating 
index score for each unit is verified 
to be 52 or less or otherwise 
complies via renewable trade-offs,

2. Completed IECC 2021 Reference 
Home Summary (Verified).

3. A copy of the certificate, as 
required by Section R401.3 for 
each unit listing the final HERS 
index score of the dwelling unit


